CITY OI_— LOD' Wastewater

Service
PUBLIC WORKS DEPARTMENT Cleanout
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Lateral from house. \ 24 i 47 Service lateral per
C_onform tg Install air— Std. Plan 203.
City Plumbing Code. tight plug.
(By owner)
Notes:

J

"CHRISTY"No. F—8 or BES F8 Box (or equal)
4" Plastic threaded cleanout plug. with concrete, cast iron or fiber cover marked
with 2" square nut SEWER”. Set box 1/2" to 17 above exist
ground or adj. flatwork; flush if in concrete.
¢ (See Note 5).

Install cleanout on all 4” wastewater services unless otherwise specified.

2. 45 Wye & 45 elbow combination shall be Polyvinyl Chloride (PVC) per
ASTM D—3034 SDR 35 or Acrylonitrilie—Butadiene—Styrene (ABS) per ASTM D—2751,
Cast Iron Soil Pipe (ASTM A74, service unit) or Ductile Iron (ASTM A746) or
VCP Wye tee ASTM C—425. See Material List Page 2.
3. Backfill shall conform to Std. Plan 501.
4. Maintenance of lateral shall be per City "Wastewater Lateral Maintenance Policy”
5. In commercial driveways. Use "Christy” G—5 box W/G—5C lid or BES equal;
in residential driveways replace concrete lid with cast iron lid.
Related Plans:
6. When service is installed with water service, terminate even with the water stub. 203, 306
7. Support box not needed if set in concrete. Sheet 1 of 2
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